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Valori medii saptamanale ale parametrilor de potabilitate (12.06 – 18.06.2023) 
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Parametrii analizati 
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(Ordonanta 7/2023) 
0.1-0.5 

acc. 

cons 
6.5-9.5 2500 min 5 5 250 0.5 0.5 0 0 0 ** ** 0 

 Hateg 0,42 0,66 
7,06/ 

21,5°C 
53,35 1,54 0,64 ˂2,00 <0.0058 <0.0222 0 0 0 0 0 0 

Hunedoara 0,36 0,79 
7,06/ 

21,2°C 
67,27 1,38 0,52 1,37 <0.0065 <0.0286 0 0 0 0 0 0 

Calan 0,28 0,55 
7,34/ 

21,5°C 
70,40 1,80 0,45 1,96 <0.0065 <0.0286 0 0 0 0 0 0 

Simeria 0,19 0,62 
7,42/ 

21,4°C 
80,00   2,25 1,15 1,68 <0.0065 <0.0286 0 0 0 0 0 0 

Geoagiu 0,28 0,32 
7,34/ 

20,8°C 
  903 23,22 0,70 26,99 <0.0065 <0.0286 0 0 0 0 0 0 

Deva 0.28 0.64 
7,12/ 

19,9°C 
56.50 1.58 0.74 1.68 <0.0062 <0.0142 0 0 0 0 0 0 

Brad 0.36 0.29 
7,27/ 

19,4°C 
329 8.31 0.75 5.05 <0.0062 <0.0142 0 0 0 0 0 0 

 

Nota: 

- **  Nici o modificare anormala. 

- CMA – concentratie maxima admisa conf Ordonanta 7/2023 

 

            


